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SEQ. SHEET NUMBER SHEET NAME

1 T1.0 TITLE SHEET

2 C1 COVER SHEET AND SHEET INDEX (FOR REFERENCE ONLY)

3 C2 SITE PLAN (FOR REFERENCE ONLY)

4 C3 GRADING AND PAVING PLAN (FOR REFERENCE ONLY)

5 C4 HORIZONTAL CONTROL (FOR REFERENCE ONLY)

6 C5 DEMOLITION PLAN (FOR REFERENCE ONLY)

7 LS1.0 LANDSCAPE PLAN, NOTES + DETAILS (FOR REFERENCE ONLY)

8 AS1.0 ARCHITECTURAL SITE PLAN

9 D1.0 DEMOLITION PLAN

10 A1.0 FLOOR PLAN

11 A2.0 PARTITION TYPES, DOOR SCHEDULES, WINDOW DETAIL, FIRE
STOP DETAILS

12 A3.0 EXTERIOR ELEVATIONS + NOTES

13 M1.0 MECHANICAL FLOOR PLAN

14 M2.0 MECHANICAL DETAIL AND NOTES

15 P1.0 PLUMBING WASTE FLOOR PLAN

16 P1.1 PLUMBING WATER FLOOR PLAN

17 P2.0 PLUMBING DETAILS

18 P3.0 PLUMBING SCHEDULES AND NOTES

19 E1.0 LIGHTING + POWER FLOOR PLAN

20 E2.0 ONE-LINE DIAGRAM AND SCHEDULES

21 E3.0 ELECTRICAL SPECIFICATIONS
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LOCATION MAPLOCATION MAPLOCATION MAPLOCATION MAP

419 S. 5th Ave. | Tucson, AZ 85701419 S. 5th Ave. | Tucson, AZ 85701419 S. 5th Ave. | Tucson, AZ 85701419 S. 5th Ave. | Tucson, AZ 85701
PARCEL No: 117-07-0230  
A PORTION OF TUCSON N55.5' LOT 6 BLK 108 
HISTORIC PROPERTY (POTENTIAL ADDITIONAL TAX) PER ARS 42-12104(A)
BOOK 3, PAGE 70. TOWNSHIP 14S, RANGE 13E, SECTION 13.
RECORDS OF PIMA COUNTY, ARIZONA
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GENERAL NOTESGENERAL NOTESGENERAL NOTESGENERAL NOTES
GOVERNING BODY:GOVERNING BODY:GOVERNING BODY:GOVERNING BODY: CITY OF TUCSON
GOVERNING CODE/AMENDMENTS:GOVERNING CODE/AMENDMENTS:GOVERNING CODE/AMENDMENTS:GOVERNING CODE/AMENDMENTS:
2018 INTERNATIONAL RESIDENTIAL CODE
2018 EXISTING BUILDING CODE

EXISTING ZONING:EXISTING ZONING:EXISTING ZONING:EXISTING ZONING: ....................................................................................................................................................                     HR-3
LOT AREA:LOT AREA:LOT AREA:LOT AREA: .....................................         .....................................         .....................................         .....................................         10,256 SF  
DWELLING:DWELLING:DWELLING:DWELLING: .................................................................................................................................................... 3,998 SF (EXISTING)
PORCH AREA: PORCH AREA: PORCH AREA: PORCH AREA: ....................................................................................................................................................   960 SF (EXISTING)
VEHICULAR USE AREA:VEHICULAR USE AREA:VEHICULAR USE AREA:VEHICULAR USE AREA: ........................................................................................................ 1,360 SF 
TOTAL LOT COVERAGE:TOTAL LOT COVERAGE:TOTAL LOT COVERAGE:TOTAL LOT COVERAGE: .........................           6,318 SF 62%.........................           6,318 SF 62%.........................           6,318 SF 62%.........................           6,318 SF 62%

REQUIRED SETBACK:REQUIRED SETBACK:REQUIRED SETBACK:REQUIRED SETBACK:
NO CHANGE TO BUILDING FOOT PRINT.

CODE REVIEWCODE REVIEWCODE REVIEWCODE REVIEW

SCOPE OF WORKSCOPE OF WORKSCOPE OF WORKSCOPE OF WORK

N  O  R  T  HN  O  R  T  HN  O  R  T  HN  O  R  T  HN  O  R  T  HN  O  R  T  HN  O  R  T  HN  O  R  T  HN  O  R  T  HN  O  R  T  HN  O  R  T  HN  O  R  T  H

A. PERFORM WORK IN CONFORMANCE WITH INTERNATIONAL RESIDENTIAL CODE 
ADOPTED BY LOCAL AUTHORITIES AND ALL OTHER  APPLICABLE CODES, 
ORDINANCES, LAWS AND OTHER REGULATIONS AND STANDARDS OF EACH AND 
EVERY GOVERNMENTAL AGENCY AND BUREAU HAVING JURISDICTION OVER THIS 
PROJECT.

B. DRAWINGS ARE INTENDED TO SHOW AND DESCRIBE DETAILS FOR A COMPLETE 
INSTALLATION.  EXECUTE PARTS AND DETAILS NOT FULLY  SHOWN OR DESCRIBED 
ACCORDING TO STANDARD AND CUSTOMARY TRADE PRACTICE AND IN SIMILAR 
MANNER OF DETAILS WHICH ARE SHOWN ON DRAWINGS OR DESCRIBED IN 
SPECIFICATIONS.

C. CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE BEFORE 
COMMENCING WORK AND SHALL RESOLVE ANY DISCREPANCIES WITH THE 
ARCHITECT. DO NOT OFF SITE FABRICATE ANY MATERIALS, NOR DO ANY 
CONSTRUCTION UNTIL VERIFICATION OF ACCURACY OF DRAWING DIMENSIONS WITH 
ACTUAL FIELD CONDITIONS IS DONE.

D. ALL CONTRACTORS ARE RESPONSIBLE FOR THE DAILY REMOVAL OF ALL 
ACCUMULATED DEBRIS RESULTING FROM THEIR WORK THAT DAY. LAWFULLY 
REMOVE ALL SCRAPS, DEBRIS, AND OTHER EXCESS MATERIALS FROM THE SITE, OR 
AS OTHERWISE MAY BE DIRECTED.

E. CONTRACTOR  SHALL TAKE ALL MEASURES NECESSARY TO PREVENT MOVEMENT 
AND SETTLEMENT OF STRUCTURES.  PROVIDE AND PLACE BRACING OR SHORING 
AND BE RESPONSIBLE FOR SAFETY AND SUPPORT OF STRUCTURE.  LIABILITY FOR 
SUCH MOVEMENT, SETTLEMENT,COLLAPSE, DAMAGES OR INJURY SHALL REST WITH 
CONTRACTOR.

F. DO NOT USE SCALED DIMENSIONS, USE WRITTEN DIMENSIONS OR WHERE NO 
DIMENSION IS PROVIDED, CONSULT THE ARCHITECT FOR CLARIFICATION BEFORE 
PROCEEDING WITH THE WORK.

G. DETAILS SHOWN SHALL BE INCORPORATED INTO THE PROJECT AT ALL APPROPRIATE 
LOCATIONS WHETHER SPECIFICALLY CALLED OUT OR NOT.

H. OMISSIONS OR CONFLICTS BETWEEN VARIOUS ELEMENTS OF THE DRAWINGS, 
NOTES, AND  DETAILS SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT 
AND RESOLVED BEFORE PROCEEDING WITH THE WORK.

I. THE CONTRACT STRUCTURAL DRAWINGS AND SPECIFICATIONS REPRESENT THE 
FINISHED STRUCTURE.  THEY DO NOT INDICATE THE METHOD OF CONSTRUCTION.  
THE CONTRACTOR SHALL ASSUME ALL RESPONSIBILITY IN PROTECTING THE 
STRUCTURE DURING CONSTRUCTION, AND SHALL PROVIDE THE FOLLOWING WHICH 
INCLUDES, BUT NOT BE LIMITED TO BRACING, SHORING OF LOADS DUE TO 
CONSTRUCTION EQUIPMENT, ETC.

J. WHERE ANY DISCREPANCIES OCCUR BETWEEN PLANS, DETAILS, NOTES AND 
SPECIFICATIONS, THE GREATER REQUIREMENTS SHALL GOVERN. WHERE NO 
SPECIFIC DETAIL IS SHOWN IT IS THE ARCHITECTS INTENTION THAT CONSTRUCTION 
SHALL CONFORM TO SIMILAR WORK ON THE PROJECT.

K. ALL ACCESS DOORS FROM CONDITION SPACES TO UNCONDITIONED SPACES SHALL 
BE WEATHER-STRIPPED AND INSULATION TO A LEVEL EQUIVALENT TO THE 
INSULATION ON THE SURROUNDING SURFACES PER IRC. SEC. N1102.2.4.

NO CHANGE TO BUILDING FOOTPRINT

PROJECT SYMBOLS LEGENDPROJECT SYMBOLS LEGENDPROJECT SYMBOLS LEGENDPROJECT SYMBOLS LEGEND

1" = 30'1" = 30'1" = 30'1" = 30'----0"0"0"0"
1 COMPREHENSIVE SITE PLAN

THE SCOPE OF WORKS CONSISTS OF REMODELING AN EXISTING RESIDENCE BUILDING 
DIVIDED IN 4 RENTAL APARTMENTS AND ADDING PARKING SPACES AT THE EAST SIDE. THE 
WORK INCLUDES BUT IS NOT LIMITED TO:
ARCHITECTURE:
• DEMOLISH EXISTING PARTITION WALLS AND ENCLOSED SPACES AT BACK PORCH
• NEW APARTMENTS SPACE DESIGN/DISTRIBUTION
• NEW GWB CEILING 
STRUCTURE: 
• NEW PARTITION WALLS FRAMING 

Revision ScheduleRevision ScheduleRevision ScheduleRevision Schedule

No.No.No.No. DateDateDateDate DDDDeeeessssccccrrrriiiippppttttiiiioooonnnn
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1/2" RUBBER HOSE WITH #10 WIRE RUBBER COATED

2" ROUND TREATED LODGE-POLE PINE STAKES. BURY 
3' BELOW GRADE (SIZE STAKE TO TREE)

CURB, PAVEMENT WITH THICKENED EDGE AND 
COMPACTED ABC (REFER TO CIVIL)

CENTURY ROOT BARRIER - CP SERIES ROOT BARRIER 
PANELS CP36-2 OR EQUIVALENT PRODUCT

BACKFILL PLANT PIT WITH SOIL MIX NOTED IN SPECS

BORE 4" DIA. X 36" DEEP HOLE IN UNDISTURBED SOIL AND FILL WITH 3/8" PEA GRAVEL 
OR CRUSHED ROCK. IN HARDPAN (CALICHE SOILS) DEPTH OF HOLE SHALL EXTEND 
THROUGH HARDPAN AND WILL VARY WITH DEPTH OF HARDPAN

TRIM END WIRES AND TAPE

FINISH GRADE REFER TO PLAN FOR MATERIAL 
TREATMENT

UNDISTURBED SOIL

"X"

NOTES:
1. ALL IRRIGATION PIPING AND REMOTE CONTROL WIRING TO BE INSTALLED PER 

MANUFACTURER'S RECOMMENDATIONS AND PER ALL APPLICABLE CODES.
2. ALL REMOTE CONTROL WIRING CONNECTIONS TO VALVES AND SPLICES SHALL BE MADE 

WITH WATERPROOF WIRE CONNECTORS INSTALLED PER MANUFACTURER'S INTERVALS.

CONTROL 
WIRING, TYP.

MAIN LINE 
PIPE, TYP.

TRACER WIRE, 
TYP.

FINISH GRADE

SAND BEDDING

SOIL BACKFILL, TYP.

LATERAL PIPE, TYP.

DETECTION TAPE, TYP.

24" FOR MAINLINE 
& CONTROL 
WIRING

18" FOR 
LATERALS TYP.

10" FOR POLY 
LATERAL, TYP.

8" FOR 
DETECTION TAPE

8
"

1
0
"

1
' -

 6
"

2
' -

 0
"

MAINLINEMAINLINEMAINLINEMAINLINE LATERALLATERALLATERALLATERAL COMBINATIONCOMBINATIONCOMBINATIONCOMBINATION

UNDISTURBED OR 
90% OR COMPACTED 
SUBGRADE

GALVANIZED UNION

SCH. 80 GALVANIZED STEEL PIPE 
(TYP)

FINISH GRADE

MAIN LINE - ADAPT AS REQUIRED

PROVIDE CONCRETE SUPPORT

NOTE:NOTE:NOTE:NOTE:
BACKFLOW PREVENTER SHALL BE PROTECTED FROM FREEZING BY PLUMBING FOAM AND INSULATION 
WRAPPED WITH ALUMINUM DUCT TAPE. INSTALL BACKFLOW PREVENTER AS REQUIRED BY LOCAL 
CODES AND HEALTH DEPARTMENT. VERIFY LOCAL REQUIREMENT PRIOR TO INSTALLATION.
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18" DEPTH, 3/4 DIA. ROCK SUMP

NAME:                                                                             SIZE:                    TTL QTY:NAME:                                                                             SIZE:                    TTL QTY:NAME:                                                                             SIZE:                    TTL QTY:NAME:                                                                             SIZE:                    TTL QTY:

BP                        CERCIDIUM FLORIDUM                          15 G.C.                         13
                            (BLUE PALO VERDE)

TL                         TRAILING LANTANA                                 1 G.C.                          62
                            (LANTANA MONTIVIDENSIS)

DS                         DESERT SPOON                                        5 G.C                         10
                             (DASYLIRION WHEELERI)

DG                         DECOMPOSED GRANITE                            3/8"                       2' DEPTH 
                             (OWNER SELECTED)                                                                 SCREENED MIN.

ITEMS NOT SHOWITEMS NOT SHOWITEMS NOT SHOWITEMS NOT SHOW
-ELECTRIC REMOTE CONTROL VALVES (PLASTIC), RAIN BIRD 100-PEB-1"
- WYE FILTER WITH 200 MESH SCREEN (PLASTIC) -  agPRODUCTS 4E-3/4"
- PRESSURE REGULATOR - PRESETS TO 30 PSI RAIN BIRD PSI- L30X
- POLY DRIP TUBING WITH MANUAL FLUSH END CAP - 3/4" POLYETHYLENE
- MULTI-OUTLET EMITTERS (TREES)- PRESSURE - COMPENSATING, 6 OUTLETS AT 1GPH EACH. 
RAINBIRD XB-10-6
- SINGLE OUTLET EMMITTERS (SHRUBS, ACCENTS, GROUNDCOVER)- PRESSURE COMPENSATING, 6 
OUTLETS AT 1GPH EACH. RAINBIRD XB-10
- CLASS 200 PVC LATERALS SOLVENT WELD JOINTS-1"
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NEW BFP PER DETAIL 3/LS1 
CONNECT TO EXISTING WATER 
MAIN

'T' 1/2" LINE TO LANDSCAPE 
IRRIGATION EMITTER

EXISTING WATER METER 

EXISTING FENCE TO REMAIN 
PER HPZ19-72 CONDITIONAL 
REQUEST, =+/- 6'-0"

L.S.

5' - 3".

5' LANDSCAPE BORDER PER 
U.D.C. PER 7.6.4.C.2.B.4. 

BPBPBPBP

BPBPBPBP

DSDSDSDS

DSDSDSDS

DSDSDSDS

DSDSDSDSDSDSDSDSDSDSDSDSDSDSDSDSDSDSDSDSDSDSDSDS

DSDSDSDSDSDSDSDSDSDSDSDS

SOLID STATE ELECTRIC 
IRRIGATION CONTROLLER 
WITH DRIP TYPE PROGRAM 
(OUTDOOR MOUNT, ON WALL), 
2 STATION CONTROLLER -
RAINBIRD OR SIMILAR

EMITTER MOUNTED ON 
WALL

PROVIDE 1" SLEEVE BELOW 
PAVING

DSDSDSDS

DSDSDSDS

DSDSDSDS

DSDSDSDS

DSDSDSDS

PROVIDE 1" SLEEVE BELOW 
PAVING FOR

R 2' - 6
"

R 2' - 
6"

TRTRTRTR
REPLACE OLEANDERS WITH 
TEXAS RANGER 

TRTRTRTR

(E)(E)(E)(E)

(E)(E)(E)(E)

(E)(E)(E)(E)

TRTRTRTR

(E)(E)(E)(E)

(E)(E)(E)(E)

(E)(E)(E)(E)

(E)(E)(E)(E)

TRTRTRTR

(E)(E)(E)(E)

ARTIFICIAL GRASS, OR OTHER 
FINISH AS APPROVED BY 
ARMORY PARK. TREE AND 
EXISTING SUCCULENTS TO BE 
REMOVED

(E)(E)(E)(E) (R)(R)(R)(R)

EUCALYPTUS TREE TO BE 
REMOVED
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CALL FOR THE BLUE STAKES
Two working days before you dig,

Blue Stake Center
" 1-800-STAKE-IT "

1-800-782-5348 2
0
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419 PROPERTY

ALEXANDER LEE 
419 s. 5TH AVE
TUCSON, AZ 85701
520-603-2252
alex.d.lee63@gmail.com

GGVGGVGGVGGV Designs, PLLCDesigns, PLLCDesigns, PLLCDesigns, PLLC
520.204.2162 | 2536 E. 6th Street; Tucson, Az 85716

of                Sheets

LOT 14 OF BLOCK 108 AS 
RECORDED IN BOOK 3, PAGE 70, 
MAPS + PLATS, IN THE OFFICE OF 
THE COUNTY RECORDER, PIMA 
COUNTY, ARIZONA

LEGAL DESCRIPTION

Scale:

Drawn:

Job:

Date: 

These drawings are the instruments of service and the property of 
GGV Designs,PLLC. All designs and other information on the 
drawings are for the purposes of this project and shall not be used 
otherwise without the expressed written permission of GGV 
Designs,PLLC.
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LANDSCAPE PLAN,
NOTES + DETAILS
(FOR REFERENCE
ONLY)

CITY OF TUCSON R.O.W. NOTESCITY OF TUCSON R.O.W. NOTESCITY OF TUCSON R.O.W. NOTESCITY OF TUCSON R.O.W. NOTES
A. IT IS THE OWNER’S RESPONSIBILITY TO KEEP THE SIGHT VISIBILITY TRIANGLES (SVT), AND 

THE PEDESTRIAN ACCESS AREA CLEAR OF VEGETATION AT ALL TIMES, PER LAND USE CODE 
(UDC) SECTION.

B. IT IS THE OWNER RESPONSIBLE TO KEEP VEGETATION FROM GROWING PAST THE CURB LINE 
CLEAR, AND KEEP A 15’ HIGH CLEAR ZONE OVER THE TRAVEL LANE.

C. FINAL PLANT LOCATIONS MUST BE IN COMPLIANCE WITH ALL UTILITY SETBACK 
REQUIREMENTS.

D. THE OWNER UNDERSTANDS THAT IF THE CITY OF TUCSON TRANSPORTATION DEPARTMENT 
OR ANY UTILITY COMPANY NEEDS TO WORK WITHIN THE ROW IN THE LANDSCAPED AREA, 
PLANTS AND IRRIGATION MAY BE DESTROYED WITHOUT REPLACEMENT OR REPAIR.

E. THE OWNER TAKES FULL LIABILITY FOR THIS LANDSCAPE AND IRRIGATION, AND ANY DAMAGE 
TO ROADWAY, SIDEWALK AND UTILITIES.

F. THE ONLY PRIVATE IRRIGATION EQUIPMENT THAT IS ALLOWED WITHIN THE ROW ARE LATERAL 
LINES, TUBING AND EMITTERS THAT ARE NOT UNDER CONSTANT PRESSURE. ALL OTHER 
EQUIPMENT MUST BE ON PRIVATE PROPERTY. (EXCLUDING WATER METER)

G. CONTRACTOR TO OBTAIN A RIGHT OF WAY EXCAVATION PERMIT PRIOR TO CONSTRUCTION 
WITHIN THE RIGHT-OF-WAY.

LANDSCAPE NOTESLANDSCAPE NOTESLANDSCAPE NOTESLANDSCAPE NOTES
A. ALL REQUIRED LANDSCAPING, IRRIGATION SYSTEMS, WALLS, SCREENING DEVICES, 

CURBING AND DETENTION BASIN LANDSCAPE IMPROVEMENTS ON THE SITE OR WITHIN THE 
ABUTTING R.O.W. SHALL BE MAINTAINED AS SHOWN ON THE APPROVED PLANS. THE 
PROPERTY OWNER IS RESPONSIBLE FOR PROPER MAINTENANCE TO ACHIEVE PERMANENT, 
SAFE, AND SUCCESSFUL LANDSCAPING AS REQUIRED BY THIS DIVISION. FAILURE TO 
MAINTAIN THE IMPROVEMENTS OR LANDSCAPING REQUIRED BY THIS DIVISION CONSTITUTES 
A VIOLATION OF THE U.D.C.

B. AN APPROVED AUTOMATIC DRIP IRRIGATION SYSTEM SHALL BE INSTALLED. IRRIGATION 
CONTRACTOR SHALL COORDINATE WITH PLUMBING CONTRACTOR TO CONNECT THE  
SYSTEM TO SITE WATER SERVICE. SYSTEM TO BE EQUIPPED WITH BACK FLOW PREVENTER, 
FILTER, PRESSURE REGULATOR, AND CONTROL VALVE. PROVIDE "AS-BUILT" DRAWINGS TO 
THE OWNER OF ALL UNDERGROUND LINES FOR FUTURE REFERENCE.

C. IRRIGATION SYSTEM PIPING UNDER PAVEMENT TO BE INSTALLED IN SCHEDULE 40 SLEEVES. 
EXTEND ALL SLEEVES MIN. 12" BEYOND PAVING AND CURBS.

D. VEGETATION WITHIN THE SIGHT VISIBILITY TRIANGLE SHALL NOT INTERFERE WITH THE 
VISIBILITY PLANE DESCRIBED BY TWO HORIZONTAL LINES LOCATED 30" AND 72" ABOVE 
FINISHED GRADE OR ROADWAY SURFACE.

E. DEPRESS 6" ALL LANDSCAPE AREAS TO MAXIMIZE STORM WATER HARVESTING.
F. ALL DECOMPOSED GRANITE GROUND COVER SHALL BE WASHED/SCREENED.
G. PROVIDE 3/8" SCREENED DECOMPOSED GRANITE IN ALL PLANTING AREAS AND NON-PAVED 

AREAS.

IRRIGATION NOTESIRRIGATION NOTESIRRIGATION NOTESIRRIGATION NOTES
A. IRRIGATION PLAN IS SCHEMATIC ONLY. SLIGHT ADJUSTMENTS MAY BE NECESSARY TO 

ACCOMMODATE EXISTING CONDITIONS. ALL PRESSURE MAINLINES AND CONTROL VALVES 
SHALL BE LOCATED ON THE PROJECT PROPERTY. DRIP LINES (POLY) MAY BE EXTENDED OUT 
INTO THE ROAD RIGHT OF WAY TO IRRIGATE PROPOSED OR EXISTING PLANTING.

B. LOCATE AND INSTALL BACKFLOW PREVENTER PER CITY OF TUCSON STANDARDS. EXISTING 
BACKFLOW PREVENTER MAY BE SALVAGED.

C. MAXIMUM DISTRIBUTION TUBING DISTANCE SHALL NOT EXCEED 12'-0" FROM EMITTER TO 
PLANT.

D. VERIFY UNDERGROUND UTILITY LOCATIONS PRIOR TO ANY IRRIGATION TRENCHING OR OTHER 
LANDSCAPE CONSTRUCTION. CONTRACTOR IS RESPONSIBLE FOR ANY DAMAGE TO 
UNDERGROUND UTILITIES CAUSED BY THIS CONSTRUCTION.

E. VERIFY BACKFLOW PREVENTER + CONTROLLER LOCATION W/ OWNER PRIOR TO 
CONSTRUCTION.  BACKFLOW PREVENTER WILL REQUIRE SCREENING SIMILAR TO BIKE 
PARKING

LANDSCAPE CALCULATIONSLANDSCAPE CALCULATIONSLANDSCAPE CALCULATIONSLANDSCAPE CALCULATIONS
A. STREETSCAPE BORDER (BROADWAY MS&R)A. STREETSCAPE BORDER (BROADWAY MS&R)A. STREETSCAPE BORDER (BROADWAY MS&R)A. STREETSCAPE BORDER (BROADWAY MS&R)

CANOPY TREES:CANOPY TREES:CANOPY TREES:CANOPY TREES:
REQUIRED -                            29 LF/33 = 1                                 1 TREE1 TREE1 TREE1 TREE
PROVIDED -                                                                                         1 TREE1 TREE1 TREE1 TREE

50% GROUND COVER:50% GROUND COVER:50% GROUND COVER:50% GROUND COVER:
REQUIRED -                           29.0 LFx5'x50%                               73 SF73 SF73 SF73 SF
PROVIDED -                                                                                         79 SF79 SF79 SF79 SF

SHRUB /GROUND COVER CALCULATION:SHRUB /GROUND COVER CALCULATION:SHRUB /GROUND COVER CALCULATION:SHRUB /GROUND COVER CALCULATION:
NAME                            COVERAGE           RAD.         QTY.               SUBTOTAL
TRAILING LANTANA         19.63 SF.            2.5'           3                    59 SF
DESERT SPOON               19.63 SF.           2.5'           1                    20 SF

TOTAL COVERAGE =                                                                       TOTAL COVERAGE =                                                                       TOTAL COVERAGE =                                                                       TOTAL COVERAGE =                                                                       79 SF79 SF79 SF79 SF

B. STREETSCAPE SCREENING (16TH AVE.)B. STREETSCAPE SCREENING (16TH AVE.)B. STREETSCAPE SCREENING (16TH AVE.)B. STREETSCAPE SCREENING (16TH AVE.)

REQUIRED - 30" HIGH SCREEN
PROVIDED - EXISTING WALL PER HPZ19072 EXISTING WALL PER HPZ19072 EXISTING WALL PER HPZ19072 EXISTING WALL PER HPZ19072 

1/8" = 1'1/8" = 1'1/8" = 1'1/8" = 1'----0"0"0"0"
2 15 GALLON TREE BOX-THREE STAKING

3/8" = 1'3/8" = 1'3/8" = 1'3/8" = 1'----0"0"0"0"
4 IRRIGATION TRENCHING

3/4" = 1'3/4" = 1'3/4" = 1'3/4" = 1'----0"0"0"0"
3 BACKFLOW PREVENTER DETAIL

PLANT LEGENDPLANT LEGENDPLANT LEGENDPLANT LEGEND

1" = 10'1" = 10'1" = 10'1" = 10'----0"0"0"0"
1 LANDSCAPE PLAN
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WATER METER .................................................................

PROPERTY LINE ..................................................................

  
PROPERTY PINS ..................................................................

ZONING ...................................................................

WATER LINE ...................................................................

ELECTRIC LINE ....................................................................
(UNDER GROUND)

BICYCLE PARKING           ...................................................................

HRHRHRHR----3333

UGE

W

WM

N89°36'32"E 184.80'184.80'184.80'184.80'

S
.  

H
 E

 R
 B

 E
 R

   
A

 V
 E

 . 
S

.  
H

 E
 R

 B
 E

 R
   

A
 V

 E
 . 

S
.  

H
 E

 R
 B

 E
 R

   
A

 V
 E

 . 
S

.  
H

 E
 R

 B
 E

 R
   

A
 V

 E
 . 

3333

EXISTING BUILDINGEXISTING BUILDINGEXISTING BUILDINGEXISTING BUILDING

HRHRHRHR----3333

N89°36'32"E 184.80'184.80'184.80'184.80'

R 2' - 6
"

R
 2

' -
 6

"

N
00

°2
2'

30
" W

55
.5

0'
55

.5
0'

55
.5

0'
55

.5
0'

S0
0°

22
'5

3"
 E

55
.5

0'
55

.5
0'

55
.5

0'
55

.5
0'

S
 . 

 5
 T

H
   

 A
 V

 E
 . 

S
 . 

 5
 T

H
   

 A
 V

 E
 . 

S
 . 

 5
 T

H
   

 A
 V

 E
 . 

S
 . 

 5
 T

H
   

 A
 V

 E
 . 

(P
U

B
LI

C
)

3' - 6" 5' - 2"

SLOPE SLOPE

3
' -

 9
"

SLOPE

ELECTRICAL PANEL

WM

EX
IS

TI
N

G
 P

O
R

C
H

 

FFE 0'-0"

FFE 0'-0"

FFE -1'-0"

UGE UGE

W W

U
G

HRHRHRHR----3333

HRHRHRHR----3333

H
R

H
R

H
R

H
R

-- -- 33 33

H
R

H
R

H
R

H
R

-- -- 33 33

2
3

' - 0
"

5
' -

 7
"

1
2

2

1

4

3 59

1

6

6

9

9

9
9

9
9

7

10

8

11

11

13 1

TYP OF 4.

12

14

6
"

4
' -

 0
"

MAX

8' - 0"

H
E
IG

H
T 

P
E
R

 L
O

C
A

L 
R

E
Q

U
IR

EM
E
N

TS

GATE OPENING WIDTH UP TO 32' MAX

24' - 0"

ELECTRIC 
OPERATOR

CHAIN OR STEEL ANGLE 
DEPENDING OR OPERATOR TYPE

GUIDE TRACK PER 
DOOR MANUFACTURER

COUNTER BALANCE

BOTTOM TRACK. ROLLERS 
SHOULD HAVE SAFETY GUARDS

CORRUGATED 
METAL BOARD 

PROVIDE SENSOR 
EDGE FOR SAFETY

ALLOW ROOM FOR 
OPENING +COUNTER 
BALANCE WHEN IN 
OPEN POSITION

STUCCO AND PAINT TO 
MATCH  EXISTING STRUCTURE
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6" X 33" VERTICAL #4 DOWELL 
WITH MIN. 24" OVERLAP

CEMENT WASH CAP

GREY(ASTMC90) 8x8x16  CMU 
WITH #4 VERTICAL 
REINFORCING @ 32" O.C. 
FULLY GROUTED

SOLID GROUTED BOND 
BEAM

24" MIN.

1
2
" 

C
O

N
T.

1
' -

 4
"

3

"

#4 CONT.

1/4" RAKED MOTAR JOINTS TO 
CONFORM WITH ASTMC70 
TYPE S, WITH A MIN. 
COMPRESSION STRENGTH OF 
1800 PSI. 

NOTE: GROUT SHALL CONFORM 
WITH ASTM C476 W/ A MIN. 
COMPRESSIVE STRENGTH OF 
2000PSI
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GENERAL SITE PLAN NOTESGENERAL SITE PLAN NOTESGENERAL SITE PLAN NOTESGENERAL SITE PLAN NOTES
A. SLOPE ALL FLATWORK 1:48 ( FIELD VERIFY EXISTING ADJACENT SLOPES) AWAY 

FROM BUILDING.
B. FLAT WORK SHALL BE 4" THICK, CLASS B 2500 PSI, ON 4" AGGREGATE BASE 

COURSE COMPACTED 100%, OVER COMPACTED EARTH U.N.O. CONTROL JOINTS 
TBD.

C. PROVIDE EXPANSION JOINTS @ 20'-0" O.C. MAX.
D. FILL EXPANSION JOINTS WITH FIBROUS EXPANSION JOINT FILLER 1/2" BELLOW THE 

TOP OF FLATWORK.
E. PROVIDE CONTROL JOINTS AT 5'-0" O.C. 
F. ALL RUNNING SLOPES TO BE 5% MAX. AND 2%MAX ON CROSS SLOPES IN 

MARKED CROSSINGS, AND 2% ON ALL DIRECTIONS IN ACCESSIBLE ROUTE 
SLOPES, PER ICC A117.1 STANDARDS.

G. UTILITIES INDICATED ON PLAN ARE APPROXIMATE AND SHALL BE FIELD VERIFIED 
WITH UTILITY COMPANIES PRIOR TO ANY EXCAVATION. EXCAVATORS SHALL 
CONTACT "ARIZONA BLUE STAKE" @ 1.800.782.5348 WITH A MINIMUM OF TWO 
FULLS WORKING DAYS PRIOR TO EXCAVATION.

1" = 10'1" = 10'1" = 10'1" = 10'----0"0"0"0"
1 SITE PLAN

SITE PLAN LEGENDSITE PLAN LEGENDSITE PLAN LEGENDSITE PLAN LEGEND

1/4" = 1'1/4" = 1'1/4" = 1'1/4" = 1'----0"0"0"0"
2 SLIDING GATE DETAIL

KEYNOTESKEYNOTESKEYNOTESKEYNOTES
1. EXISTING FENCE TO REMAIN
2. EXISTING STRUCTURE TO REMAIN
3. EXISTING LANDSCAPE PAVERS AND PLANTERS CURBS TO REMAIN. REPAIR 

BROKEN GROUT LINES AS NEEDED.
4. REMOVE EXISTING GATE
5. EXISTING PORCH DECK / PORCH PAVING TO REMAIN
6. EXISTING BRICK PAVERS TO BE REMOVED AND RESET TO ARCHIVE A LEVELED, 

ACCESSIBLE SURFACE. RESET PATTERN SHALL MATCH EXISTING
7. 4" CONCRETE WALK OVER 4" ABC AND COMPACTED SOIL, MEDIUM BROOM 

FINISH.
8. ACCESSIBLE PARKING REFER TO CIVIL DRAWINGS
9. LANDSCAPE AREA REFER TO CIVIL DRAWINGS
10. PRAIRIE VIEW INDUSTRIES MODULAR RAMP OR EQUAL AS SELECTED BY 

LANDLORD. RAMP SHALL NOT BE AFFIXED TO STRUCTURE.
11. MASONRY SITE WALL PER DETAIL 3/AS1.0
12. ASPHALT PAVING PER CIVIL DRAWINGS
13. AC COMPRESSOR ON CONCRETE PAD
14. SLIDING GATE PER DETAIL 2/AS1.0

1" = 1'1" = 1'1" = 1'1" = 1'----0"0"0"0"
3 SITE WALL DETAIL
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A. CONTRACTOR SHALL VISIT THE SITE AND INFORM ARCHITECT OF ANY CONDITIONS 
THAT MAY AFFECT THE EXECUTION OF THE WORK PRIOR TO COMMENCING THE 
PROJECT.

B. CONTRACTOR SHALL VERIFY THAT ALL PERTINENT AND REQUIRED DATA IS 
CONTAINED WITHIN THE DRAWINGS AND SHALL REPORT ALL DISCREPANCIES OR 
OMISSIONS PRIOR TO COMMENCING THE PROJECT. 

C. THE CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING THE SITE IN A CLEAN 
AND SAFE CONDITION. DEBRIS GENERATED BY THE DEMOLITION SHALL BE 
REMOVED DAILY. 

D. CONTRACTOR SHALL MEET WITH THE OWNER ON SITE AND LIST ALL ITEMS THAT 
ARE TO BE SALVAGED AS DIRECTED BY THE HOMEOWNER.

E. ITS IS RECOMMENDED FOR EXCAVATORS TO CONTACT "ARIZONA BLUE STAKE" AT 
811 WITH A MINIMUM OF TWO FULL WORKING DAYS PRIOR TO 
EXCAVATION/DEMOLITION.

F. IT IS THE CONTRACTORS RESPONSIBILITY TO SHORE ALL EXISTING STRUCTURE TO 
REMAIN PRIOR TO DEMOLITION AND DURING CONSTRUCTION.

G. THE CONTRACTOR SHALL COORDINATE AND SECURE ALL UTILITY SHUT DOWNS 
WITH THE HOMEOWNER PRIOR TO DEMOLISHING UTILITIES WITHIN THE 
DEMOLISHED PREMISES.

H. NO WORK TO EXTERIOR UNLESS NOTED OTHERWISE.

FULL DEMOLITION:FULL DEMOLITION:FULL DEMOLITION:FULL DEMOLITION:

1. BUILDING DEMOLITION BUILDING DEMOLITION BUILDING DEMOLITION BUILDING DEMOLITION ---- DEMOLISH ALL INTERIOR FINISHES. NO EXTERIOR DOORS 
OR WINDOWS SHALL BE DEMOLISHED UNLESS NOTED OTHERWISE. ALL INTERIOR 
DOORS NOTED TO BE DEMOLISHED SHALL BE CARFULLY REMOVED, SALVAGED AND 
STORED PER OWNERS DIRECTION FOR REUSE. 

2. MECHANICAL DEMOLITION MECHANICAL DEMOLITION MECHANICAL DEMOLITION MECHANICAL DEMOLITION ---- DEMOLISH ALL MECHANICAL EQUIPMENT IN ITS 
ENTIRETY THAT ARE FOUND WITHIN THE LIMITS OF DEMOLITION. THESE ELEMENTS 
INCLUDE BUT ARE NOT LIMITED TO: ROOF TOP UNITS, EXHAUST 
HOODS,MECHANICAL AIR DISTRIBUTION SYSTEMS, EXHAUST FANS,CONDENSATION 
LINES, AND THERMOSTATS.

3. PLUMBING DEMOLITION PLUMBING DEMOLITION PLUMBING DEMOLITION PLUMBING DEMOLITION ---- DEMOLISH ALL PLUMBING FIXTURES THEIR ENTIRETY 
THAT ARE FOUND WITHIN THE LIMITS OF DEMOLITION. THESE ELEMENTS INCLUDE 
BUT ARE NOT LIMITED TO: TOILETS, SINKS, LAVATORIES, SHOWERS, FAUCETS, AND 
BATHTUBS. REMOVE ALL UNDRGROUND AND ABOVE GRADE PLUMBING 
DISTRIBUTION.

4. ELECTRICAL DEMOLITION ELECTRICAL DEMOLITION ELECTRICAL DEMOLITION ELECTRICAL DEMOLITION ---- DEMOLISH ALL ELECTRICAL ELEMENTS WITHIN THE 
LIMITS OF DEMOLITION. THESE ELEMENTS INCLUDE BUT ARE NOT LIMITED TO: ALL 
ELECTRICAL DISTRIBUTION, LIGHTING FIXTURES (INTERIOR AND EXTERIOR, 
RECEPTACLES (INTERIOR AND EXTERIOR) DISCONNECTS. EXTERIOR LIGHTING SHALL 
REMAIN EXISTING. ELECTRICAL SERVICE PANEL TO BE REPLACED. METER, ALONG 
WITH CONDUCTORS TO MAIN SHALL REMAIN EXISTING. NOTE: EXTERIOR PENDANT 
LIGHTS AT ENTRY SHALL REMAIN EXISTING AND WEST PORCH SHALL REMAIN 
EXISTING. 

GENERAL DEMOLITION NOTESGENERAL DEMOLITION NOTESGENERAL DEMOLITION NOTESGENERAL DEMOLITION NOTES DEMOLITION SCOPEDEMOLITION SCOPEDEMOLITION SCOPEDEMOLITION SCOPE DEMOLITION LEGENDDEMOLITION LEGENDDEMOLITION LEGENDDEMOLITION LEGENDDEMOLITION KEYNOTESDEMOLITION KEYNOTESDEMOLITION KEYNOTESDEMOLITION KEYNOTES
1. EXISTING MASONRY WALLS TO REMAIN
2. EXISTING FLOOR FRAMING TO REMAIN
3. EXISTING HOSE BIB AND WATER SERVICE ENTRANCE TO REMAIN.
4. DEMOLISH GAS METER AND LINES. CAP AT RISER
5. DEMOLISH WATER HEATER 
6. DEMOLISH PLUMBING FIXTURE
7. DEMOLISH APPLIANCES
8. DEMOLISH PORCH ENCLOSURES ONLY. EXPOSE EXISTING PORCH
9. DEMOLISH MILLWORK
10. DEMOLISH MECHANICAL ROOF TOP UNIT
11. DEMOLISH ELECTRICAL PANEL FOR REPLACEMENT, REFER TO ELECTRICAL SHEETS
12. CONTRACTOR SHALL EXPOSE CEILING AROUND WALL PRIOR DEMOLISHING, AND 

NOTIFY ARCHITECT/ STRUCTURAL ENGINEER FOR OBSERVANCE PRIOR TO 
DEMOLISHING. 

13. DEMOLISH WOOD DECK.  

1/4" = 1'1/4" = 1'1/4" = 1'1/4" = 1'----0"0"0"0"
1 DEMOLITION FLOOR PLAN
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1 FLOOR PLAN
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FLOOR PLAN LEGENDFLOOR PLAN LEGENDFLOOR PLAN LEGENDFLOOR PLAN LEGEND FLOOR PLAN KEYNOTESFLOOR PLAN KEYNOTESFLOOR PLAN KEYNOTESFLOOR PLAN KEYNOTES X

1. DOUBLE SINK WITH GARBAGE DISPOSAL ON 36" HIGH SINK BASE AS APPROVED BY 
LANDLORD.

2. 24" BUILT-IN DISHWASHER AS APPROVED BY LANDLORD.
3. WALL MOUNTED OVEN AS APPROVED BY LANDLORD
4. TOWEL BAR AS APPROVED BY LANDLORD.
5. TOILET PAPER HOLDER AS APPROVED BY LANDLORD. 
6. MULTI-METER ELECTRICAL SERVICE ENTRANCE. REFER TO ELECTRICAL DRAWINGS
7. CLOSET ROD AND SHELF AS APPROVED BY LANDLORD
8. 1/4" PLATE GLASS MIRROR AS APPROVED BY LANDLORD
9. FLOOR MOUNTED FLUSH TANK WATER CLOSET AS APPROVED BY LANDLORD.
10. LAVATORY ON 36" HIGH BASE CABINET AS APPROVED BY LANDLORD.
11. BUILT IN THREE (3) ROWS OF BUILT-IN SHELVING. COORDINATE SPACING WITH 

LANDLORD.
12. 30" ELECTRIC RANGE/OVEN CONNECTION WITH EXHAUST HOOD ABOVE
13. OVER-THE-RANGE MICROWAVE HOOD COMBINATION, ABOVE IN MILLWORK, AS 

APPROVED BY LANDLORD.
14. MILLWORK CABINETS. COUNTER TOP AND FINISHES AS SELECTED BY LANDLORD. TO 

BE INSTALLED WITH FULL HARDWARE.
15. 50 GAL WATER HEATER PLACE ON PLATFORM, REFER TO PLUMBING DRAWINGS
16. FAN COIL ON ATTIC SPACE, 
17. CONDENSING UNIT OVER CONCRETE OR FIBERGLASS PAD. THE DIMENSIONAL 

CRITERIA FOR PAD SHALL BE COORDINATED BY MECHANICAL CONTRACTOR. THE TOP 
OF PAD SHALL BE SET 4" MIN. ABOVE FINISH GRADE.  REFER TO MECHANICAL 
DRAWINGS.

18. WASHER AS APPROVED BY LANDLORD, REUSE EXISTING SEWER. REFER TO 
PLUMBING DRAWINGS

19. DRYER AS APPROVED BY LANDLORD. VENT DUCT SHALL EXHAUST TO THE EXTERIOR. 
A MINIMUM OPENING OF 100 SQUARE INCHES FOR MAKEUP AIR SHALL BE PROVIDED 
TO ANY ROOM (PER ADOPTED CODE) CONTAINING A CLOTHES DRYER. ALL VENTS TO 
PENETRATE ROOF IN A MANNER THAT IS NOT EASILY VISIBLE BY A PERSON STANDING 
ON THE SIDEWALK FROM THE STREET FACING SIDE OF RESIDENCE.

20. TILED SHOWER OVER CEMENT BOARD. INSTALL TILE  AT MIN. HEIGHT OF 84" ABOVE 
DRAIN. PROVIDE SHOWER CURTAIN ROD OR SLIDE PANEL SYSTEM AS SELECTED BY 
LANDLORD.

21. REFRIGERATOR AS APPROVED BY HOMEOWNER. PROVIDE ICE MAKER OUTLET BOX 
WITH SOV 

22. ATTIC ACCESS 30"X22" MINIMUM
23. NEW HUNG WINDOW, FABRICATED BY LANDLORD. DESIGN, DIMENSIONS AND SILL 

HEIGHT TO MATCH EXISTING ADJACENT WINDOWS. REFER TO DETAIL 1/A1.2
24. ELECTRICAL SUBPANEL. REFER TO ELECTRICAL DRAWINGS

GENERAL FLOOR PLAN NOTESGENERAL FLOOR PLAN NOTESGENERAL FLOOR PLAN NOTESGENERAL FLOOR PLAN NOTES
A. MILLWORK DESIGN AND PARAMETERS ARE THE RESPONSIBILITY OF THE 

CONTRACTOR. VERIFY ALL DIMENSIONS OF SITE CONDITIONS APPLIANCES WITH 
MANUFACTURER SPECIFICATIONS PRIOR TO FABRICATING / INSTALLING MILLWORK 
TO THE APPLIANCES DEDICATED LOCATION. SHOP DRAWINGS SHALL BE SUBMITTED 
AND APPROVED BY OWNER PRIOR TO FABRICATION 

B. INTERIOR WALL TEXTURE: AS SELECTED BY LANDLORD
C. INTERIOR WALLS AND CEILINGS TO BE PAINTED. ONE COAT PRIMER, TWO COATS 

PAINT AS SELECTED BY LANDLORD
D. ATTACH NEW CEILING WITH 5/8 GYPSUM BOARD, SAG RESISTANT. CEILING SHALL 

ATTACH TO CEILING JOISTS WITH 5d COOLER NAILS A MAXIMUM SPACING OF 7" O.C. 
OR 13GA GYPSUM SCREWS WITH MAXIMUM SPACING OF 12" O.C.

E. ATTACHMENT OF WALL GYPSUM BOARD SHALL BE WITH 13 GA GYPSUM SCREWS 
FASTEN AT 12" O.C. OR  5d COOLER NAILS 8" O.C.

F. PROVIDE UNFACED BATT INSULATION ABOVE CEILING OF ENTIRE CONDITIONED 
SPACE WITH R-38 PER N1102.1.1.

G. PATCH/REPAIR EXISTING MASONRY WALL FINISH AS REQUIRED TO MATCH EXISTING 
CONDITION
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FIRE CODE 
COMPOUND, 5/8" 
(MIN.)THICK, 
OVERLAP DRYWALL 
BY 1" MIN.

PIPE THROUGH  
PENETRATION

CLEARANCE 
GAP

FIRE RATED WALL 
ASSEMBLY PER 
PLAN

1
"

13/32"

PENETRATION THROUGH U300 WALL PENETRATION THROUGH U300 WALL PENETRATION THROUGH U300 WALL PENETRATION THROUGH U300 WALL 
FOR  METALIC PIPING 4" DIA MAX. FOR  METALIC PIPING 4" DIA MAX. FOR  METALIC PIPING 4" DIA MAX. FOR  METALIC PIPING 4" DIA MAX. 
(STEEL,CONDUIT, COPPER) PER (STEEL,CONDUIT, COPPER) PER (STEEL,CONDUIT, COPPER) PER (STEEL,CONDUIT, COPPER) PER 
WWWW----LLLL----1087108710871087

5/8" (MIN.)THICK, 
INTUMESCENT 
SEALANT APPLIED 
WITH IN ANNULUS, 
FLUSH BOTH SIDES 
OF WALL

PIPE THROUGH  
PENETRATION

CAULK PERIMETER 
WITH 1/4" 
INTUMESCENT BEAD

FIRE RATED WALL 
ASSEMBLY PER 
PLAN

PENETRATION THROUGH U300 WALL PENETRATION THROUGH U300 WALL PENETRATION THROUGH U300 WALL PENETRATION THROUGH U300 WALL 
FOR  NON METALIC PIPING 2" DIA FOR  NON METALIC PIPING 2" DIA FOR  NON METALIC PIPING 2" DIA FOR  NON METALIC PIPING 2" DIA 
MAX. (PVC, PEX, ELECTRICAL TUBING) MAX. (PVC, PEX, ELECTRICAL TUBING) MAX. (PVC, PEX, ELECTRICAL TUBING) MAX. (PVC, PEX, ELECTRICAL TUBING) 
PER WPER WPER WPER W----LLLL----2423242324232423

PIPE THROUGH  
PENETRATION

FIRE RATED WALL 
ASSEMBLY PER PLAN

PENETRATION THROUGH U300 WALL FOR  PENETRATION THROUGH U300 WALL FOR  PENETRATION THROUGH U300 WALL FOR  PENETRATION THROUGH U300 WALL FOR  
NON METALIC PIPING 4" DIA MAX. NON METALIC PIPING 4" DIA MAX. NON METALIC PIPING 4" DIA MAX. NON METALIC PIPING 4" DIA MAX. 
(PVC,CPVC, ABS) PER (PVC,CPVC, ABS) PER (PVC,CPVC, ABS) PER (PVC,CPVC, ABS) PER 
WWWW----LLLL----2237223722372237

PROVIDE FIRE STOP 
COLLAR DEVICE WITH 
INTUMESCENT MATERIAL, 
SIZED TO FIT PIPE. 
SPECSEAL LCC FIRE STOP 
COLLAR OR EQUAL. FIRE 
STOP DEVICE TO BE 
INSTALLED BOTH SIDES 
OF WALL PER 
MANUFACTURER'S 
RECOMMENDATIONS.  

PROVIDE UL LISTED 
PUTTY PADS BEHIND 
ALL RECEPTACLES, 
JUNCTION BOX, AND 
SWITCH BOXES

PROVIDE UL LISTED 
FIRE RATED GASKETS 
BEHIND COVER PLATE

ELECTRICAL DEVICE (16 SQ IN) ELECTRICAL DEVICE (16 SQ IN) ELECTRICAL DEVICE (16 SQ IN) ELECTRICAL DEVICE (16 SQ IN) 
MEMBRANE PENETRATION AT SINGLE MEMBRANE PENETRATION AT SINGLE MEMBRANE PENETRATION AT SINGLE MEMBRANE PENETRATION AT SINGLE 
STUD WALL. STUD WALL. STUD WALL. STUD WALL. 

THE ANNULAR SPACE 
BETWEEN THE WALL 
AND BOX SHALL NOT 
EXCEED 1/8"

NOTE: THIS DETAIL IS NOT REQUIRED IF DEVICE IS NOTE: THIS DETAIL IS NOT REQUIRED IF DEVICE IS NOTE: THIS DETAIL IS NOT REQUIRED IF DEVICE IS NOTE: THIS DETAIL IS NOT REQUIRED IF DEVICE IS 
INSTALLED IN INDIVIDUAL NON COMMUNICATING INSTALLED IN INDIVIDUAL NON COMMUNICATING INSTALLED IN INDIVIDUAL NON COMMUNICATING INSTALLED IN INDIVIDUAL NON COMMUNICATING 
STUD CAVITIES (OMITTED PER IBC 714.4.2 STUD CAVITIES (OMITTED PER IBC 714.4.2 STUD CAVITIES (OMITTED PER IBC 714.4.2 STUD CAVITIES (OMITTED PER IBC 714.4.2 
EXCEPTION 1.1),IN A DOUBLE STAGGERED STUD EXCEPTION 1.1),IN A DOUBLE STAGGERED STUD EXCEPTION 1.1),IN A DOUBLE STAGGERED STUD EXCEPTION 1.1),IN A DOUBLE STAGGERED STUD 
WALL (OMITTED PER IBC 714.4.2 EXCEPTION 1.2) WALL (OMITTED PER IBC 714.4.2 EXCEPTION 1.2) WALL (OMITTED PER IBC 714.4.2 EXCEPTION 1.2) WALL (OMITTED PER IBC 714.4.2 EXCEPTION 1.2) 
OR IF DEVICE IS SEPARATED BY SOLID FIRE OR IF DEVICE IS SEPARATED BY SOLID FIRE OR IF DEVICE IS SEPARATED BY SOLID FIRE OR IF DEVICE IS SEPARATED BY SOLID FIRE 
BLOCKING IN ACCORDANCE WITH 718.2.1O BLOCKING IN ACCORDANCE WITH 718.2.1O BLOCKING IN ACCORDANCE WITH 718.2.1O BLOCKING IN ACCORDANCE WITH 718.2.1O 
(OMITTED PER IBC 714.4.2 EXCEPTION 1.3)(OMITTED PER IBC 714.4.2 EXCEPTION 1.3)(OMITTED PER IBC 714.4.2 EXCEPTION 1.3)(OMITTED PER IBC 714.4.2 EXCEPTION 1.3)

4-7/8" MINERAL WOOL BATT 
INSULATION FIRMLY PACKED INTO 
OPENING. FILL IN VOID 5/8" MIN THICK 
WITH SPECSEAL SERIES SSS 
SEALANT.

STEEL DUCT TO BE INSTALLED WITHIN 
FRAMED OPENING PER SMACNA 
STANDARDS

1-1/2" THICK MIN. FIBERGLASS BATT 
JACKETED ON THE OUTSIDE WITH FOIL-
SCRIM-KRAFT FACING.

FIRE RATED WALL 
ASSEMBLY PARTITION 
TYPE ON PLAN

NOTE: OPENING FOR 210 SQUARE INCHES MAX PER WNOTE: OPENING FOR 210 SQUARE INCHES MAX PER WNOTE: OPENING FOR 210 SQUARE INCHES MAX PER WNOTE: OPENING FOR 210 SQUARE INCHES MAX PER W----LLLL----7149714971497149

2X1X16 GA. GALVANIZED STEEL ANGLES 
ATTACHED BOTH ENDS WITH #10 STL 
SHEET MTL SCREWS @ 6" O.C. SEAL 
PERIMETER.

PENETRATION THROUGH L500 FLOOR PENETRATION THROUGH L500 FLOOR PENETRATION THROUGH L500 FLOOR PENETRATION THROUGH L500 FLOOR 
FOR NON METALIC PIPING 4" DIA MAX. FOR NON METALIC PIPING 4" DIA MAX. FOR NON METALIC PIPING 4" DIA MAX. FOR NON METALIC PIPING 4" DIA MAX. 
(PVC,ABS) PER F(PVC,ABS) PER F(PVC,ABS) PER F(PVC,ABS) PER F----CCCC----2158 + F2158 + F2158 + F2158 + F----CCCC----2322232223222322

EXISTING 1" WOOD SUB FLOOR OR 
ROOF DECK

EXISTING 2X12 JOIST AT 16" O.C.

5/8" TYPE X GYP. AT CEILING PER UL 
DES L501

FILL VOID WITH 3/4" THICK x 1/2" 
DIAMETER BEAD (MINIMUM) OF 
INTUMESCENT SEALANT APPLIED 
WITHIN ANNULAR SPACE AROUND 
PERIMETER OF PENETRATING 
MATERIAL, FLUSH WITH TOP 
SURFACE OF FLOOR OR CHASE 
WALL SILL PLATE.  

PROVIDE FIRE STOP COLLAR DEVICE 
WITH INTUMESCENT MATERIAL, 
SIZED TO FIT PIPE. SPECSEAL FIRE 
STOP COLLAR OR EQUAL. FIRE STOP 
DEVICE TO BE INSTALLED ON 
UNDERSIDE OF CEILING OR TOP 
PLATE PER MANUFACTURER'S 
RECOMMENDATIONS.  

WATER CLOSET FLANGE INSTALLED 
IN FLOORING SYSTEM WITH FLANGE 
SECURED TO TOP OF FLOORING 
WITH STEEL SCREWS. DIAMETER OF 
CIRCULAR OPENING THROUGH 
FLOORING TO BE 1/2" MAX. LARGER 
THAN OUTSIDE DIAMETER  OF 
CLOSET FLANGE.

FILL VOID INTO ANNULUS BETWEEN 
CLOSET STUB AND PERIPHERY 
OPENING IN FLOOR TO MAX EXTENT 
POSSIBLE, FLUSH WITH BOTTOM 
SURFACE OF FLOOR WITH 
INTUMESCENT SEALANT. AN 
ADDITIONAL 3/8" CROWN OF 
SEALANT SHALL BE ADDED TO 
STUB PRIOR TO SETTING FLANGE

EXISITNG / PROPOSED DEMISING EXISITNG / PROPOSED DEMISING EXISITNG / PROPOSED DEMISING EXISITNG / PROPOSED DEMISING 
WALL PERPENDICULAR TO JOIST .WALL PERPENDICULAR TO JOIST .WALL PERPENDICULAR TO JOIST .WALL PERPENDICULAR TO JOIST .

EXISTING ROOF STRUCTURE 
(WOOD TRUSSES)
PROVIDE FIRE BLOCKING BETWEEN 
TRUSSES

(2) SHEETS OF 5/8" TYPE X GYP. AT
CEILING PER UL FCA 90-02

EXISITNG / PROPOSED DEMISING WALL,
REPLACE GYPSUM WITH 5/8" TYPE X
GYP. AT BOTH SIDES PER UL DES U305.
ROCK WOOL OPTIONAL

2x4 BLOCKING 2-16d NAILS EACH 
SIDE OF ROOF JOIST 

2x TOP PLATE ATTACHED TO BLOCKING 
WITH 3-16d NAILS 

ROOF JOIST
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2x TOP PLATE ATTACHED TO 
BLOCKING WITH 3-16d NAILS 

WOOD STUDS PER 
PARTITION TYPE SCHEDULE 
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O.C. WITH 2-16d NAILS EACH SIDE

ROOF JOIST

WOOD STUDS PER 
PARTITION TYPE SCHEDULE 
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WOOD STUDS PER PARTITION TYPE 
SCHEDULE ATTACHED TO PLATE WITH 
3-16d NAILS

TREATED SILL PLATE ATTACHED WITH 
HILTI "DN" PINS AT  32" O.C. (.145 DIA. 
MIN. X 1-1/2" MINIMUM EMBEDMENT) 

STANDARD RESIDENTIAL GRADE DOOR AND HARDWARE WITH PASSAGE OPERATOR.PTPTPTPT

STANDARD RESIDENTIAL GRADE DOOR AND HARDWARE WITH PRIVACY OPERATOR.PPPP

SLIDING CLOSET DOOR WITH STANDARD HARDWARE ASSEMBLY INCLUDED WITH 
DOOR BY THE MANUFACTURER.

SCDSCDSCDSCD

POCKET DOOR RESIDENTIAL GRADE. HARDWARE AND INSTALLATION BY
MANUFACTURER SPECIFICATIONS.

PK 

WINDOW ASSEMBLY TO MATCH 
ADJACENT CONDITION

ADD SINGLE PANE GLASS TO MATCH 
EXISTING WINDOWS

PAINT WINDOW FRAME TO 
MATCH EXISTING 

PROVIDE WINDOW SCREENWINDOW SCREENWINDOW SCREENWINDOW SCREEN , FABRICATE TO 
MATCH EXISTING WOOD FRAMED WITH 
ATTACHMENT TO EXISTING TOP HOOKS. 
FABRICATOR OF SCREEN SHALL OBTAIN A 
SIMILAR TO REPLICATE

NOTE: NOTE: NOTE: NOTE: ADD SCREEN TO WINDOW. SCREENS 
SHALL HAVE 75% OPACITY AND SHALL NOT BE 
BLACK UNLESS, OR AS PERMITTED BY THE 
HISTORICAL GOVERNING JURISDICTION. SCREEN 
SHALL BE WOOD TRIMMED AND PAINTED SAME 
COLOR. 
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1 1/2" = 1'1 1/2" = 1'1 1/2" = 1'1 1/2" = 1'----0"0"0"0"
2 FIRESTOP WALL + MEMBRANE PENETRATIONS

1 1/2" = 1'1 1/2" = 1'1 1/2" = 1'1 1/2" = 1'----0"0"0"0"
3 FIRESTOP WALL PENETRATION FOR EXHAUST FAN DUCTING

1 1/2" = 1'1 1/2" = 1'1 1/2" = 1'1 1/2" = 1'----0"0"0"0"
5 FIRESTOP FLOOR PENETRATION FOR 4" ABS

1" = 1'1" = 1'1" = 1'1" = 1'----0"0"0"0"
4 DEMISING WALL SEPARATION DETAIL AT ROOF

PARTITION TYPESPARTITION TYPESPARTITION TYPESPARTITION TYPES

W1W1W1W1 GENERAL PARTITION:GENERAL PARTITION:GENERAL PARTITION:GENERAL PARTITION:  2X4 @ 24" O.C.  WOOD STUDS TO ROOF DECK. 1/2" GYP. ON 
EXPOSED INTERIOR SIDE (WATER RESISTANT AT PLUMBING WALLS). TAPE, TEXTURE, 
PRIME AND PAINT. LANDLORD TO PROVIDE PAINT COLOR AND TEXTURE FINISH 
PREFERENCE.

W2W2W2W2 GENERAL PARTITION:GENERAL PARTITION:GENERAL PARTITION:GENERAL PARTITION:  2X6 @ 24" O.C.  WOOD STUDS TO ROOF DECK. 1/2" GYP. ON 
EXPOSED INTERIOR SIDE (WATER RESISTANT AT PLUMBING WALLS). TAPE, TEXTURE, 
PRIME AND PAINT. LANDLORD TO PROVIDE PAINT COLOR AND TEXTURE FINISH 
PREFERENCE.

WXWXWXWX

DOOR SCHEDULE + NOTESDOOR SCHEDULE + NOTESDOOR SCHEDULE + NOTESDOOR SCHEDULE + NOTES   P|2868 

OPERATIONOPERATIONOPERATIONOPERATION SIZESIZESIZESIZE WIDTHWIDTHWIDTHWIDTH HEIGHTHEIGHTHEIGHTHEIGHT COUNTCOUNTCOUNTCOUNT

P 2668 2' - 6" 6' - 8" 8

P 2868 2' - 8" 6' - 8" 8

PK 2668 2' - 6" 6' - 8" 8

PT 3068 3' - 0" 6' - 8" 4

SCD 6068 6' - 0" 6' - 8" 8

3/8" = 1'3/8" = 1'3/8" = 1'3/8" = 1'----0"0"0"0"
1 WINDOW REPAIR DETAIL

WINDOW DETAIL+NOTES WINDOW DETAIL+NOTES WINDOW DETAIL+NOTES WINDOW DETAIL+NOTES 

TYPICAL EXISTING WINDOW REFERENCETYPICAL EXISTING WINDOW REFERENCETYPICAL EXISTING WINDOW REFERENCETYPICAL EXISTING WINDOW REFERENCE

GENERAL PARTITION:GENERAL PARTITION:GENERAL PARTITION:GENERAL PARTITION: 2X4 STUDS TO ROOF DECK WITH 5/8" GYPSUM BOARD ON 
EXPOSED INTERIOR SIDE.  FIRE CAULK, TAPE, TEXTURE, PRIME AND PAINT. LANDLORD 
TO PROVIDE PAINT COLOR AND TEXTURE FINISH PREFERENCE.

W3W3W3W3

GENERAL PARTITION:GENERAL PARTITION:GENERAL PARTITION:GENERAL PARTITION: 2X6 STUDS TO ROOF DECK WITH 5/8" TYPE 'X' GYP. ON BOTH 
SIDES. UL305 1HR RATING (MOISTURE RESISTANT AT PLUMBING WALLS).  FIRE 
CAULK, TAPE, TEXTURE, PRIME AND PAINT. LANDLORD TO PROVIDE PAINT COLOR AND 
TEXTURE FINISH PREFERENCE.

W4W4W4W4
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ELEVATION KEYNOTESELEVATION KEYNOTESELEVATION KEYNOTESELEVATION KEYNOTES
1. EXISTING MASONRY WALL TO REMAIN AS IS, UNPAINTED.
2. EXISTING ROOF TO REMAIN
3. EXISTING PORCH TO REMAIN, REMOVE T1-11 SIDING AND INFILL STUDS TO EXPOSE 

ORIGINAL PORCH. EXISTING RAILING TO BE SALVAGED IF STILL IN TACT IN WALL, OR 
REBUILD TO MATCH VERNACULAR PER ARMORY PARK BOARD APPROVAL.

4. EXISTING WINDOWS TO REMAIN. WINDOWS TO BE PAINTED; NEW SCREENS TO BE 
FABRICATED TO MATCH EXISTING.   

5. EXISTING DOOR TO REMAIN.
6. REPLACE ELECTRICAL SERVICE PANEL
7. HAND CLEAN WOOD, REMOVE OLD PAINT CLUMPS AND DEBRI, PRIME AND PAINT. 

THESE CONDITIONS ARE TYPICAL OF UNERSIDE OF EXTERIOR ROOF DECK, EXPOSED 
ROOF STRUCTURE, AND ROOF VENT. 

8. MECHANICAL CONDENSING UNIT TO BE SCREENED STREET VIEW.
9. REPLACE NON CONFORMING DOOR WITH WINDOW TO MATCH EXISTING WINDOW. 

WINDOW IS TO BE FABRICATED BY OWNER USING SALVAGED MATERIALS ON SITE. 
10. FILL IN MASONRY TO MATCH EXISTING.OWNER PROVIDED.  
11. REMOVE NON CONFORMING DOOR AND ADD VENT GRILL PER APPROVED MEANS
12. EXISTING FIRE STACKS TO REMAIN AS IS, UNPAINTED.
13. EXISTING SHAKES TO BE PAINTED
14. REPLACE T1-11 SIDING WITH 4" HORIZONTAL SIDING PLANKS, PRIME AND PAINT
15. HAND CLEAN WOOD, REMOVE OLD PAINT CLUMPS AND DEBRI, PRIME AND PAINT. 

THESE CONDITIONS ARE TYPICAL OF UNDERSIDE OF EXTERIOR ROOF DECK, 
EXPOSED ROOF STRUCTURE, AND ROOF VENT. 

16. REMOVE T1-11 SIDING AND REPLACE WITH WOOD SHAKE SHINGLES TO MATCH 
ADJACENT.

ELEVATION ABBREVIATIONSELEVATION ABBREVIATIONSELEVATION ABBREVIATIONSELEVATION ABBREVIATIONS
T.O.R. - TOP OF ROOF
T.O.M - TOP OF MASONRY 
F.F.E. -  FINISH FLOOR ELEVATION

X

3/16" = 1'3/16" = 1'3/16" = 1'3/16" = 1'----0"0"0"0"
5 EAST ELEVATION

3/16" = 1'3/16" = 1'3/16" = 1'3/16" = 1'----0"0"0"0"
1 NORTH ELEVATION

3/16" = 1'3/16" = 1'3/16" = 1'3/16" = 1'----0"0"0"0"
2 SOUTH ELEVATION

3/16" = 1'3/16" = 1'3/16" = 1'3/16" = 1'----0"0"0"0"
3 WEST ELEVATION
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PART 1  GENERAL REQUIREMENTS: 1.01    ALL WORK SHALL BE INSTALLED IN ACCORDANCE WITH ALL CODES, LAWS,      ALL WORK SHALL BE INSTALLED IN ACCORDANCE WITH ALL CODES, LAWS,  RULES AND REGULATIONS OF ALL NATIONAL, COUNTY, STATE AND LOCAL  AUTHORITIES HAVING JURISDICTION OVER THE PREMISES.  THIS SHALL  INCLUDE, BUT NOT BE LIMITED TO, THE 2018 INTERNATIONAL PLUMBING CODE (IPC `18), THE INTERNATIONAL BUILDING CODE AND THE INTERNATIONAL FIRE FIRE PROTECTION ASSOCIATION.  IN CASE OF DIFFERENCES, SAID REGULATIONS SHALL GOVERN.  HOWEVER, THIS SHALL NOT BE CONSTRUED TO RELIEVE THE CONTRACTOR FROM COMPLYING WITH REQUIREMENTS OF THE PLANS AND SPECIFICATIONS, WHICH MAY BE IN EXCESS OF CODE REQUIREMENTS. 1.02   PLUMBING DRAWINGS ARE DIAGRAMMATIC AND ARE INTENDED TO SHOW THE    PLUMBING DRAWINGS ARE DIAGRAMMATIC AND ARE INTENDED TO SHOW THE APPROXIMATE LOCATION OF FIXTURES, EQUIPMENT AND PIPING.  DIMENSIONS GIVEN IN FIGURES ON THE PLANS SHALL TAKE PRECEDENCE OVER SCALED DIMENSIONS AND ALL DIMENSIONS, WHETHER GIVEN IN FIGURES OR SCALED, SHALL BE VERIFIED IN THE FIELD.  1.03   BEFORE SUBMITTING A BID, THE CONTRACTOR SHALL CAREFULLY STUDY THE    BEFORE SUBMITTING A BID, THE CONTRACTOR SHALL CAREFULLY STUDY THE MECHANICAL AND PLUMBING DRAWINGS AND ALL ASSOCIATED CONSTRUCTION DOCUMENTS.  HE SHALL ALSO MAKE A CAREFUL EXAMINATION OF THE PREMISES AND ANY EXISTING CONDITIONS, INCLUDING INVERTS TO ENSURE PROPER SLOPE MAY BE OBTAINED.  HE SHALL DETERMINE, IN ADVANCE, THE METHODS OF INSTALLING AND CONNECTING THE APPARATUS, THE MEANS TO BE PROVIDED FOR GETTING THE EQUIPMENT INTO PLACE, AND SHALL MAKE HIMSELF THOROUGHLY FAMILIAR WITH ALL OF THE REQUIREMENTS OF THE CONTRACT. 1.04   BY THE ACT OF SUBMITTING A PROPOSAL FOR THE WORK REQUIRED AND    BY THE ACT OF SUBMITTING A PROPOSAL FOR THE WORK REQUIRED AND INCLUDED IN THE CONTRACT, THE CONTRACTOR SHALL BE DEEMED TO HAVE MADE SUCH STUDY AND EXAMINATION, AND TO BE FAMILIAR WITH AND ACCEPT ALL CONDITIONS OF THE SITE. 1.05   MAKE ARRANGEMENTS FOR AND PAY FOR ALL FEES, PERMITS, LICENSES,    MAKE ARRANGEMENTS FOR AND PAY FOR ALL FEES, PERMITS, LICENSES, CONNECTION CHARGES AND INSPECTIONS REQUIRED FOR PLUMBING WORK.  PERFORM REQUIRED TESTS AND SECURE REQUIRED INSPECTIONS PRIOR TO BACK-FILLING.  1.06   WRAP ALL PIPING IN BLOCK WALLS OR PENETRATING CONCRETE WITH 10 MIL    WRAP ALL PIPING IN BLOCK WALLS OR PENETRATING CONCRETE WITH 10 MIL POLYVINYL TAPE. 1.07   CONTRACTOR SHALL FURNISH ANY MISCELLANEOUS ITEMS NORMALLY USED,    CONTRACTOR SHALL FURNISH ANY MISCELLANEOUS ITEMS NORMALLY USED, SPECIFICALLY MENTIONED OR NOT, TO RENDER A COMPLETE INSTALLATION. 1.08   ALL EQUIPMENT SHALL BE INSTALLED PER MANUFACTURES REQUIREMENTS.    ALL EQUIPMENT SHALL BE INSTALLED PER MANUFACTURES REQUIREMENTS. EQUAL EQUIPMENT MAY BE USED ON THE PROJECT.  IT IS THE CONTRACTORS RESPONSIBILITY TO CONFIRM THAT SUCH EQUIPMENT HAS EQUAL CAPACITY, THE SAME ELECTRICAL CHARACTERISTICS, AND SUBSTANTIALLY THE SAME PHYSICAL DIMENSIONS AND CAN BE INSTALLED IN THE SPACE AVAILABLE WITH AMPLE WORKING SPACE AROUND IT.  ANY EXTRA COSTS RESULTING FROM EQUIPMENT SUBSTITUTION SHALL BE BORNE BY THIS CONTRACTOR. 1.09   PER SECTION  602.3.4 OF THE IPC    PER SECTION  602.3.4 OF THE IPC UPON COMPLETION OF DOMESTIC WATER, PERFORM A STERILIZATION OF THE DOMESTIC WATER SYSTEM OR THE PART THEREOF.  THE SYSTEM OR THE PART THEREOF SHALL BE FILLED WITH A WATER/CHLORINE SOLUTION CONTAINING AT LEAST  50 PPM OF CHLORINE, AND THE SYSTEM OR PART THEREOF SHALL BE VALVED OFF AND ALLOWED TO STAND FOR 24 HOURS; OR THE SYSTEM OR THE PART THEREOF SHALL BE FILLED WITH A WATER/CHLORINE SOLUTION CONTAINING 200 PPM OF CHLORINE AND ALLOWED TO STAND FOR 3 HOURS.  FOLLOWING THE REQUIRED STANDING TIME, THE SYSTEM SHALL BE FLUSHED WITH CLEAN POTABLE WATER UNTIL THE CHLORINE IS PURGED FROM SYSTEM.  START AND FINISH INSPECTIONS SHALL BE PERFORMED BY THE OWNER'S REPRESENTATIVE.  CONTRACTOR SHALL PROVIDE DOCUMENTATION FOR ENGINEER AND INSPECTOR BY AN APPROVED AGENCY (A BACTERIOLOGICAL EXAMINATION) THAT NO CONTAMINATION PERSISTS IN THE SYSTEM. IF LESS THEN 10' OF NEW PIPE IS ADDED THIS STEP MAY BE ELIMINATED.  1.10    CONTRACTOR SHALL GUARANTEE ALL PARTS AND LABOR FOR ONE (1) YEAR    CONTRACTOR SHALL GUARANTEE ALL PARTS AND LABOR FOR ONE (1) YEAR FROM DATE OF FINAL ACCEPTANCE. 1.11     MAKE NOTE OF ANY CHANGES MADE IN LAYOUT AND INCORPORATE IN      MAKE NOTE OF ANY CHANGES MADE IN LAYOUT AND INCORPORATE IN "RECORD" DRAWINGS. 1.12    THE CONTRACTOR SHALL SUBMIT AN ELECTRONIC COPY OF SHOP DRAWINGS     THE CONTRACTOR SHALL SUBMIT AN ELECTRONIC COPY OF SHOP DRAWINGS FOR ALL PLUMBING EQUIPMENT, FIXTURES AND PIPING MATERIALS USED ON THIS PROJECT. 1.13    CONTRACTOR SHALL MAINTAIN PREMISES IN CLEAN CONDITION AT END OF     CONTRACTOR SHALL MAINTAIN PREMISES IN CLEAN CONDITION AT END OF EACH DAY AND THOROUGHLY CLEAN UP AT END OF CONSTRUCTION. PART 2  CONSTRUCTION REQUIREMENTS: 2.01     ALL OVERHEAD PIPING TO BE SUSPENDED FROM STRUCTURE ABOVE WITH      ALL OVERHEAD PIPING TO BE SUSPENDED FROM STRUCTURE ABOVE WITH PIPE HANGERS.  PIPING ON ROOF TO BE SUPPORTED WITH SUPPORTS AS MANUFACTURED BY C-PORT (1-866-444-0009) PROVIDE SWAY BRACING ON ALL OVERHEAD WATER PIPING AS REQUIRED. 2.02    ALL PLUMBING FIXTURES TO HAVE ACCESSIBLE STOPS.     ALL PLUMBING FIXTURES TO HAVE ACCESSIBLE STOPS. 2.03    ALL JOINTS IN COPPER TUBING SHALL BE MADE WITH APPROVED COPPER     ALL JOINTS IN COPPER TUBING SHALL BE MADE WITH APPROVED COPPER FITTINGS. PIPE SHALL BE CUT SQUARELY AND REAMED TO ITS FULL INNER DIAMETER. JOINTS SHALL BE PROPERLY FLUXED WITH AN APPROVED TYPE FLUX AND MADE UP WITH APPROVED SOLDER. SOLDERS AND FLUXES WITH A LEAD CONTENT WHICH EXCEEDS TWO-TENTHS (0.20) OF (1) PERCENT ARE PROHIBITED IN POTABLE WATER PIPING SYSTEMS. 2.04    ANY PIPING EXPOSED IN FIRE WALLS, EXPOSED IN RETURN AIR PLENUM OR     ANY PIPING EXPOSED IN FIRE WALLS, EXPOSED IN RETURN AIR PLENUM OR EXPOSED TO OUTSIDE ELEMENTS SHALL BE CAST IRON OR COPPER. WHERE REQUIRED, PENETRATIONS THRU RATED WALLS MUST BE SEALED WITH FIRE STOPS CONFORMING TO LATEST I.B.C. 2.05 ALL UNDER GROUND WASTE  PIPES SHALL HAVE A GREEN #18 INSULATED ALL UNDER GROUND WASTE  PIPES SHALL HAVE A GREEN #18 INSULATED TRACER WIRE ATTACHED TO IT AT 8' O.C. AND SHALL HAVE 12" OF TRACER WIRE SECURELY ATTACHED TO IT AT 8' O.C. AND SHALL HAVE 12" OF TRACER WIRE ACCESSIBLE ABOVE GRADE AT THE CLEANOUT AND BE SECURELY ATTACHED AT THAT POINT. 2.06    PLUMBER TO FINISH AND INSTALL THE A/C CONDENSATE DRAIN PIPING.  .        PLUMBER TO FINISH AND INSTALL THE A/C CONDENSATE DRAIN PIPING.  .    2.07    PROVIDE DIELECTRIC UNIONS AT CONNECTION TO A/C UNITS, & WATER     PROVIDE DIELECTRIC UNIONS AT CONNECTION TO A/C UNITS, & WATER HEATER.  2.08   PIPE INSULATION:   PIPE INSULATION: a. COLD WATER PIPING IN AREAS WHERE PIPE MIGHT BE SUBJECT TO      COLD WATER PIPING IN AREAS WHERE PIPE MIGHT BE SUBJECT TO                 FREEZING SHALL BE INSULATED.  INSULATION SHALL BE 1/2" THICK ON 1/2" PIPE AND 1"THICK ON 3/4"PIPE AND LARGER.  PROVIDE METAL JACKET IN AREAS SUBJECT TO UV RAYS. b. FOR AUTOMATIC-CIRCULATING HOT WATER SYSTEMS, HOT WATER       FOR AUTOMATIC-CIRCULATING HOT WATER SYSTEMS, HOT WATER       (ABOVE & BELOW GRADE) SHALL BE INSULATED WITH 1" THICK   INSULATION.  INSULATION CONDUCTIVITY SHALL NOT EXCEED 0.27 Btu  PER PER IN. c. PIPE INSULATION SHALL BE NON-COMPRESSIBLE TYPE HARD PIPE INSULATION SHALL BE NON-COMPRESSIBLE TYPE HARD            SECTION AT ALL HANGERS AND ANY OTHER PLACE WHERE REQUIRED. INSULATION SHALL MEET IECC SECTION 404.5 REQUIREMENTS. 2.09     ALL WASTE, VENT, DRAINAGE AND WATER PIPING SHALL BE TESTED PER      ALL WASTE, VENT, DRAINAGE AND WATER PIPING SHALL BE TESTED PER I.P.C. BEFORE BEING CONCEALED IN ANY WAY.  ALL JOINTS SHALL BE MADE DRIPTIGHT BEFORE BEING CONCEALED. 2.10 G.C.O & W.C.O. & F.C.O.  (GRADE, WALL & FLOOR CLEAN OUTS) G.C.O & W.C.O. & F.C.O.  (GRADE, WALL & FLOOR CLEAN OUTS)    EXTERIOR SURFACED AREAS:  EXTERIOR SURFACED AREAS:    ROUND COATED CAST IRON BODY WITH CAST  IRON NON-SKID COVER    AND PLUG; MODEL 4225 MANUFACTURED BY SMITH.   INTERIOR FINISHED FLOOR AREAS:   COATED CAST IRON BODY WITH ROUND  NICKEL BRONZE SCORIATED COATED CAST IRON BODY WITH ROUND  NICKEL BRONZE SCORIATED COVER; MODEL 4020 MANUFACTURED BY SMITH.    INTERIOR FINISHED WALL AREAS: LINE TYPE WITH COATED CAST IRON BODY AND CAST IRON LEAD SEAL PLUG, AND ROUND STAINLESS STEEL ACCESS COVER SECURED WITH MACHINE SCREW; MODEL 4402 MANUFACTURED BY SMITH. 
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